
 
  

 

ADDENDUM #1 TO BID DOCUMENTS AND TECHNICAL SPECIFICATIONS 

 FOR THE GREENFIELD PUMP STATION PROJECT 
 Town of West Jefferson, NC 

 

 

This Addendum to the Bid Documents and Technical Specifications is issued this the 17TH day 

of December 2025 to all parties who would be interested in submitting a Bid for the project entitled 

"Greenfield Pump Station". Each Bidder shall acknowledge receipt of this Addendum by signing 

it and including with his/her bid and shall incorporate all changes in their Lump Sum Base Bid. 

 

    Bidder Questions and Responses (in red) 

1. The water line is believed to be on the other side of the road.  We would have to bore 

under the road or bring it from the hydrant leg on Wickzola Lane to get the water line 

over there.  Can you note that on the plans so the other bidders are biding the same thing?  

 

Bidders should bid the project per the approved plans.  If the existing water line is not in 

the location shown on the plans then the Contractor will be required to price any different 

work as a change order to the contract. 

 

2. The Muffin Monster is only going to chop the influent from the 12 o’clock invert, 

correct?  The pipes at 3 and 6 o’clock will not be affected, right.   

 

This is correct, there is only one Muffin Monster shown on the plans. 

 

3. There doesn’t seem to be a bypass connection at this pump station.  Should we add a 

permanent bypass connection on that force main to our price?  If so, should we use plug 

valves or are gate valves acceptable. 

 

Bid per approved plans. 

 

4.   The nearest upstream manhole for the 12 oclock line is a good distance from the wetwell. 

Should I add a doghouse manhole just at the foot of that slope to bypass pump out of? 

 

Bid per approved plans. 

 

5.   The profile of the existing pump station indicates one 8-inch gravity sewer entering the 

wetwell and this has the new grinder on it.  In looking at the overall site plan, it appears 

two other sewer lines enter this wetwell one an 8-inch and the other a 10- inch.  Would 

you please clarify? 

 

 



 
 

The two existing inlets into the wet well are to remain. Bypass pumping of influent from 

these two sewer pipes is required.  

 

 

Please include these amendments and clarifications for the above-mentioned items inside your 

Bid packet for submittal due December 23rd, 2025, at 2:00 pm local time at the West Jefferson 

Town Hall. 

 

 

 

 

_______________________________ 

D. Harry Luzius, Jr., P.E. 

Civil Design Concepts, PA 

Asheville, NC 

 

 

 

 

Bidder Acknowledgement of Receipt 

 

 

________________________________ 

Signature 

 

Name:___________________________ 

 

Company:________________________  


